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DATE: July 1, 2005Revised December 19, 2007
TO: Office of Drinking Water Staff
THROUGH: J. Wesley Kleene, Ph.D., P.E., Director, Office of kinig Water
FROM: Susan E. Douglas, P.E., Field Services Engineer
SUBJECT: Permits & Project RevievDperation Permit Procedures
RELATED: WM 784 (Permit Application Process),

WM 865 (Capacity Evaluation), WM 879 (Construction Permits),
WM 896 (Policy for Issuing Operation Permits)
Summary Statement

An Operation Permit will be issued for all drinking water systémas are classified as a waterworks. The
procedures for drafting and issuing, revising or revoking an Operation Pegrgitzan here. This
memorandum should be used in conjunction with WM 896 - Policy for Issuing OperatiosPerm

Revision Highlights:

Includes a mandatory Operation Permit Template (Appendix A) andevises related text
accordingly. Deletes Groundwater Under the Direct Influace of Surface Water determination
period example for Temporary Permits.
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1. GENERAL

812VAC 5-590-190 of theVaterworks Regulationgquires all public waterworks or water supplies in
Virginia to be operated under the authorization of an Operation Pesoedi®y the Commissioner.
This authority has been delegated to the Office of Drinking WateW({DD

ODW issues new Operation Permits for the following situations:
1. New waterworks identified
2. New waterworks constructed

ODW issues Amended Operation Permits for the following situatseesgection 9 of this memo):
Changes in ownership, name, waterworks classification or type

Changes in design capacity

Changes to the treatment process or equipment

Changes to the storage or distribution systems

Reactivation of existing waterworks (with or without changes in ownershipg or system
type)

Special operating conditions

Correction of previous permit errors

arwbdE

No

Reference WM 784 for additional information on the permit applicatioogss.
2. OPERATION PERMITS

The legal owner (individuals, partnerships, corporations, governmentaisbett.) of a drinking water
system shall be issued an Operation Permit. “Legal owner” isajsna@nderstood to mean the entity
that owns the property where the source is located, and the waterwopiisapaurtenances. In very
limited circumstances, it is permissible to issue the permit enéity other than the legal owner, if
there is a contractual agreement between the owner and the entity to wporsieility is being
assigned. ODW shall not provide legal advice to the owner, but should lookderf¢a¢ures in the
agreement:

e Address issues of access
Identify the infrastructure (physical elements of the waterworks
Assign responsibility for maintenance, repair, and replacementrairucture
Assign responsibility for compliance with the Regulations
Identify the duration of the agreement

Three types of operation permits are described in WM 896: standard, teynporhprovisional. Each
type of Operation Permit consists of a permit plus an attached EnggBescription Sheet (EDS),
which includes the waterworks’ description and capacity determination.

Standard Operation Permits shall NOT be issued conditionally (i.e.: an acteguired first, such as
the drilling of a new well, or testing of a pump to determine/verify capadHowever, special
requirements may be included with all Operation Permit types, whiadnéreceable with the permit.

The issuance of an Operation Permit may be delayed or denied byuhe dhithe owner or owner’'s
agent to complete the application process or submit a businessspéexplained in WM 784 and WM
896.

! Distribution system water line extensions thatehag impact on design capacity (or modify the EB&hot require
a permit amendment.
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Format

The standard Operation Permit format that is to be used is pranidggbendix A (template located at
ODWShare:\03-Memos\301-Active Working Memos\301.02-Forms LetteraidsivVM885-
Operation Permit). The model permit's appearance (layout, famsspiacing, etc.) must be
maintained in all permits submitted for signature. The following djniele must be followed:

1. Only general references to tBede ofVirginia and theVaterworksRegulations are used in the
operation permit, as shown in the template. Modifications to the standard feemat for
Temporary and Provisional permits are described later in this memo.

2. Designate waterworks class or note as “unclassified” (peamit)operator class (EDS) in Roman
numerals.

3. Designate nontransient noncommunity and transient noncommunity status \withbanhs or
slashes.

4. Do notinclude “VA” in the permit number.

5. Underlines are not to be used in the fill in portions of the permit, except tarderline for the
Director’s signature).

6. Use Expiration date line only for Temporary or Provisional permits.

7. If acity is the owner, then issue to “City of...” For a town, use “Town of...” Domdtide the
County name for cities and towns.

8. If the “name of the service area” is subject to change because theitenat the property owner
(as is the case with many transient noncommunity systems), a propeggsaddd/or description
may be substituted for a proprietary name.

9. Do not refer to permit issuances to previous owners in the permit fad&or E

OPERATION PERMIT NUMBER

All permit numbers will be assigned and maintained at the Field Offitke PWS Identification
Number will be used as the Operation Permit Number. This is a segientdhber as follows:

1% Digit; Field Office Number

1 — Abingdon

2 — Lexington

3 — Southeast

4 — East Central
5 — Danville

6 — Culpeper

Digits 2 — 4: City/County Code

Refer to Appendix B.

Digits 5 — 7: Sequence Number
The sequence number ranges from 000 through 999. The system will accommodate 1@@bksate
in each city or county. Previously assigned numbers maintain an alphaletesfer each city and
county. New waterworks are assigned a sequence number based on the aphabsticusing a
number halfway between two existing numbers in the alphabetical order.
Waterworks that have been inactivated, and become active with or watibhahge in ownership,

name or waterworks classification, shall retain the previouslydsBWe¢SID and Operation Permit
number.
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ENGINEERING DESCRIPTION SHEET

An Engineering Description Sheet (EDS) will be provided with each permit EDi$eformat is
provided in Appendix C. The EDS will provide important system information, inguaidescription
of the waterworks, and a design capacity evaluation as identified axtmple provided in Appendix
C.

The EDS shall include the effective date of the current permarnssu At the Field Director’'s
discretion, previous amendments to the permit may also be included in thd Eegwere made to
the current owner. A history may also be included in the EDS for commumnransient
noncommunity waterworks, to clarify ownership, name, or classificatiaomgelsa or to describe
inactive periods.

The operator’s classification shall be designated in Roman numerals.

DESIGN CAPACITY DETERMINATION FOR PRIMARY AND CONSBECTIVE WATERWORKS
Primarywaterworks own at least one active source of raw water.

Consecutivevaterworks receive finished water from one or more other waterworks

A waterworks may be considered both a primary and a consecutive watefifviodkk criteria (listed
above) are satisfied.

The sum of the storage on both the primary and consecutive waterworks shalgdjbeta for the

sum of the connections, as demonstrated by computations and/or hydraulic modekfey. to{ WM
865 for further information on storage capacity evaluation). Conseacutiterworks are NOT required
to have separate storage when it is adequately provided for and can bg deliabted by the primary
waterworks. An allocation of both source and storage between thepvimgerworks and
consecutive waterworks shall be identified in the EDS attachée torimarywaterworks’ permit.

This allocation shall be tabulated as shown in Appendix C.

The District Engineer (DE) shall identify and obtain a copy of any contraagueéments and
limitations on water transfer between primary and each consecutigensts. ODW shall
encourage all consecutive waterworks to obtain firm gallons-per-dasactmtso that their growth will
not be limited by another waterworks’ service area growth. Allocatiosswte (production) capacity
and storage should be defined in the purchase agreement.

Permitting of consecutive waterworks shall follow these proesdu

1. Identify point(s) of water transfer.

2. ldentify and obtain a copy of any contractual limitations on water tnansfe

3. Identify any physical or design limitation on water transfer (for exanmgpump station may
establish the capacity at a particular connection).

4. Identify water transfer limitations due to primary source capacity anthpyisystem water use
(the sum of the parts the whole).

5. The permitted capacity of the consecutive waterworks shall be thetlameetified capacity
limitation.

In cases where a waterworks does not have a contractual or writtemagit (or the contract does not
stipulate a quantity), but on-going receipt of water can be demonstratbdsttreal water usage shall
be used as a basis for allocating waterworks capacity. The maximumlyrmrisumption over a
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period of at least 2 years is recommended as a design value. Backgroundimoama additional
rationale shall be included in a transmittal memo with the permit to theaCéxitice.

When a Temporary Operation Permit for the consecutive waterwmurksh@ser) is issued, the
expiration date of the permit and the purchase contract shall be the Seaeseétion 10).

Verify and update the applicable Combined Distribution System schewedied on “ODWSHARE”,
and include a paper copy with the Operation Permit and transmittal rneh®Central Office.

For more information on Design Capacity Evaluations see WM 865.
PERMIT PROCESSING AND ROUTING

The District Engineer (DE) is responsible for the permit programmihe district. The DE will
prepare or supervise the preparation of a permit and necessary docwmeathfwaterworks within
the district, and conduct all investigations necessary to insurthéhpermit is accurate. The Deputy
Field Director shall provide a technical review of the Operation Perrd all attachments before
forwarding to the Field Director (FD).

The FD is responsible for all aspects of the permit program withiRiéhe Office region. The FD
reviews the permit and associated documents, and if no correctioreedeginforwards the permit to
the ODW Director in the Central Office with the Operation Permitcklist (see Appendix D).

The permit package is received in the Central Office, logged in by theatlstaff, and given to the
Technical Services team for review. After satisfactory meyvthe Permit and all attachments (EDS,
Variance, Special Permit Requirements, or rarely, an Exemption) ararfad to the Director for
signature. Copies of the signed permit and attachments are made fontita Q#ice files, and the
originals are sent back to the Field Office.

When the signed permit is received back in the Field Office, the DEna®p transmittal letter using
the template found in Appendix E, and mails the permit with attachments davtrer. A copy of the
letter is sent to the Central Office files.

Appendix E contains sample paragraphs that may be included for the followungstances:

1) the permit is an amended permit;

2) the waterworks is “grandparented” (serves to notify the owner thégithedparented” status may
be terminated by expansion, modification, failure to maintain reliabilityytard sale);

3) a Temporary Permit is being issued (described in section 10 of thig)mem

4) Special Permit Requirements are attached;

5) a Variance is included;

6) the waterworks has been, or will be, issued a draft or final Groundwattedr@ival Permit by
DEQ;

7) the waterworks has been, or will be, issued a draft or final surfacewitttdrawal permit (VPA
or Joint Permit) by DEQ.

VARIANCES AND EXEMPTIONS

Variances, when granted, are usually issued with an operation permitmélydye issued separately,
without amending an existing permit. Variances only apply to Part || dRéigellations.When issued
with the operation permit, the variance shall be transmitted with th@tpand acheck mark made on
the face of the operation permit to indicate that a variance isegrariflo reference to a variance shall
be made in the EDS.
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Variances are typically granted for the following:

1) Operator personnel, 12VAC 5-590-460 B

2) Metering of total water production, 12VAC 5-590-520 B
3) Cross connection control program, 12VAC 5-590-580

Waterworks may be issued a Temporary Operation Permit when additieasliras are required to
meet a PMCL or Treatment Technique requirement, as describediamgett Variances and
Exemptions are allowed in tiiegulationdor this purpose, but should rarddg issued. Variances to
an SMCL are also permitted in tRegulationsbut should nobe issued.

The Office of Drinking Water may initiate temporary operationaiavares for waterworks that are
new to our surveillance. Extraordinary circumstances will be handledasedyg-case basis.

Current policy allows transient noncommunity waterworks producinghess10,000 gpd a metering
variance, which remains in effect as long as water production remains b@@00 gpd. The water
production / consumption shall be estimated in the EDS Capacity Evaluation, asezkpiaivVM 865,
in order to justify the variance. However, installation of metegd mwaterworks should be
encouraged.

The variance format is provided in Appendix F. The variance should clearigompletely specify
deviations from the regulatory requirements that are being grantedxpAat®n date, other
appropriate conditions and information to support the variance requestsodeancluded as
necessary.

INSUFFICIENT DATA FOR CAPACITY DETERMINATION

The reliability status shall be firmly established before deteéng whether to issue an Operation
Permit, or which permit type (standard or temporary), in accordamicé\i 896. Where insufficient
data is available to establish hydraulic capacity, but a decision dasriale to reissue the permit for
the_existingservices, then “existing” should appear in the EDS and permit. By example,
e a TNC waterworks is issued a permit with capacity stated: “Oms@irexistructure with 80
existing restaurant seats”
e an NTNC waterworks is issued a permit with capacity stated: iegiservice up to 950
students and staff”.

AMENDED PERMITS

Code of Virginia 832.1-173 authorizes the amendment of permits. There ar@usmesasons to
amend Operation Permits, including correction of errors in the permit, chang®jor equipment,
special operating conditions, and change in design capacity. Reéetitmsl of this memo for a
listing of conditions requiring a permit amendment.

Notification
The DE shall inform the owner of changes to the operation permit BEFORiSsued. This
notification shall be by written letter, sent by certified matkime receipt requested, when the proposed
permit amendment:
e Is a unilateral decision made by ODW (the owner did not request amendmentpathi, or
apply for a construction permit), and
o Will curtail the existing rights of the permit holder (e.g. reduce capatthe waterworks,
which will reduce the owner’s right to serve customers)
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The letter to the permit holder shall state that it is our intenti@mtend the permit and the reason(s)
for the amendment. The notice shall also contain a request thatrthie lpolder notify ODW in
writing if they object to the amendment of the permit. Use titerlgiven in Appendix G, Notice of
Intent to Amend Permit.

If the permit holder objects to the amendment of the permit, then a hearihgenhedd, as required in
12VAC5-590-160. These situations must be referred to the Directaarfridis and Legal Services in
the Central Office.

If the certified mail is returned undelivered, then the DE should makg effert to contact the permit
holder in person, email or by telephone. If these attempts are unsul;abssithe DE shall proceed
to issue the amended permit.

Procedures
The following procedures shall be followed when amending a permit:
1. Retain existing permit number (Add a “T” for temporary permits, “P” fovgional permits,
as described later in this memo)
2. Modify EFFECTIVE DATE of permit
3. Add EXPIRATION DATE for temporary or provisional permits
4. Modify date of Engineering Description Sheet (on both the permit and thoeiRies Sheet),
if applicable.

When the amended permit is forwarded to the ODW Director, the Operatioit Bhecklist should
include a brief explanation for the permit amendment in the “Commentsirset the Transmittal
Checklist.

Be sure that a copy of the amended permit is also sent to all entitiakgbvernments, etc.) that

received a copy of the original permit from ODW. Include an explanatiornantended permit
replaces and nullifies the original in the transmittal letten¢oowner. Also direct the owner to destroy
the original permit immediately.

TEMPORARY PERMITS

A Temporary Operation Permit allows additional time for the watersvarlachieve required
reliability or performance standards, collect additional datapparfests and/or determinations to
establish hydraulic capacity. These actions are enumerated ialFErmit Requirements, which are
attached to the permit with the EDS.

A Temporary Operation Permit may be appropriate for the followirngicistances:

1) Upon expiration or modification of an existing water purchase contract, winewe agreement
includes a termination date which is less than 5 years from the Opd®atimit issuance date
(otherwise issue a standard permit);

2) To support an Enforcement action (Administrative Order) requipegic studies or
improvements;

3) Existing source(s) that have shown declining yield over time, as docuriBnganitary surveys
and monthly operation reports. Groundwater wells would require a yield and drawekinother
sources may require special studies and evaluations. (Note thatrtiiegrecess would require a
permit revocation prior to issuance of a Temporary Operation Permit);

4) Newly-discovered or reclassified waterworks having groundwater e®without well yield and
drawdown test results, or with test results that do not meet requitenf theRegulationsand
where reliability has not been demonstrated (see WM 896).
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Special Permit Requirements may include facility improvemenase@to source, treatment, storage or
distribution, or source yield determinations (wells, springs, etc.). Refgopendix H for a template
of Special Permit Requirements.

A “T” shall be placed at the end of the permit number, and an expiration date shallided below
the effective (issue) date. The expiration date will depend on the reasssunce, and the date
determination shall be documented by the Field Office and included withrthé package sent to the
Director for approval. Generally a Temporary Permit shall expif€ — 18 months, and should not
extend more than 24 months.

Temporary Operation Permit issuance and expiration dates shaktkedtia a database on
“ODWSHARE".

A standard Operation Permit should be issued before the Temporary &gimas if the Special
Permit Requirements have been completed. If not, an NOV shall be issopeffating without a
permit, and enforcement actions will ensue as necessary.

PROVISIONAL PERMITS

A Provisional Permit may be allowed Regulation§12 VAC 5-590-290 for water treatment methods,
processes, or equipment which are not covered by the design critertalihdtePart IV of the
Regulationsand which in principle and/or application are new or non-conventional. A Praiis
Permit allows additional time for testing and evaluation of the tredtmethod, process, or equipment
to establish confidence the waterworks will operate as proposedr tB&12 VAC 5-590-290 for
requirements.

Provisional Permits shall be issued for a minimum of 12 months but no Itaget® months to
provide time for the evaluation period. For Provisional Permits @lde€ at the end of the permit
number, and include the Expiration Date below the Effective (Issue) Date.

Provisional Operation Permit issuance and expiration dates shedcked in a database on
“ODWSHARE".

PERMIT REVOCATION

A permit may be revoked pursuant to 812 VAC 5-590-320 o¥Whe&erworks Regulatiegnand VA
Code 832.1-174 for:

failure to comply with the conditions of the permit;

violation of 832.1 of the Code or tWéaterworks Regulations

change in ownership;

abandonment;

the owner has failed to pay waterworks operations fee;

the waterworks has discontinued supplying water;

the waterworks is no longer classified as a waterworks;

the waterworks can no longer be depended upon to furnish pure water;
the capacity of the waterworks is inadequate;

the owner has failed to abide by an order issued by the Commissioner.

T TS@me oo

Justification for revocation needs to be evaluated on a case-by-saseita input from the
enforcement staff. In some situations, permit revocation may need to bedpiwsweh the
enforcement process.
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When the permit holder is initiating the revocation, they may requeasitgerocation in writing; and
if applicable, should specify in the request that a hearing is not réguirietter revoking the permit is
then to be prepared for the Office Director’s signature.

When ODW is initiating the revocation, the DE, with concurrence of Bhenil send a notice by
certified mail, return receipt requested, to the permit holdengttitat it is our intention to revoke the
permit and the reason for the revocation. The notice shall alsaitamequest that the permit holder
notify ODW in writing that they do or do not object to the revocation of theipetsse the letters
given in Appendices | (Notice of Intent to Revoke Permit) and J (Peewitdtion).

Two courses of action may be followed, depending on receipt of the certdied m

a. If the certified mail is returned undelivered, the DE should make evieny &f contact the permit
holder in person, or by telephone or email. If the attempts are unsuccessftheDE, with
concurrence from the FD, will prepare a letter of revocation foOD®/ Director’s signature.
The letter, signed by the ODW Director, will be mailed to the pernhiten@t the last known
address by certified mail, return receipt required. If the lettetusned undelivered, it shall be
retained in the correspondence file as evidence of notification, and wél @glauthorization to
revoke the permit.

b. If the permit holder notifies the Office in writing that he does not olbgetvocation of the permit,
prepare a letter for the ODW Director’s signature revokingpghenit. If the permit holder objects
to the revocation of the permit, then a hearing must be held, in accordam&¥WAC 5-590-
160 of theRegulations These situations must be referred to the Compliance Manager in the
Central Office for further guidance.

ODW shall require the waterworks owner to notify all customete@thange in status if there are
any unresolved water quality issues. If the owner is unable or unwilling to dwed€ietd Director
shall consult with the local Health Director regarding the need tfy moistomers directly.

ODW shall notify the local building official of the details pursuant torperevocation, by copy of
the notification letter.

END OF MEMO
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APPENDIX A
Operation Permit

Facsimile Only!
Use template located at ODWShare:\03-Memos\301-Active Working Memos\301.02-Active
Forms Letters Manuals\WM885-Operation Permit

Commorrealth of Virginia
Department of Health
Office of Drinking "Water

Waterworks Operation Permit

(e woris Cwrer) 15 herdvy granded peaondssion b operabe a Class (@ wxclassified [ 0 O 0 F VD feommienty §© pognauias,
RAETLEED  rauled narnmaeeniy watenwna ks having a desimn capadiby of Fimwede v gad o eshing wats a5 aepmepniate) at
frme gf sevvice area @dor aane of waberworiz) Locaded I (T F Fown 0 Cowrdy) In accordanee with. Tifle 331 of the Code of
Virginia, and the Weosrwoels Reguiotions of the Virginia Deparivend of Heabfh (13 WAC 5-500). This peondt is issued fn
accordance with @reviously issued permits- provice the pravious operaiion Pyt rumder &t (5sumace Gate (It to Labest o, fovonat
Jrwsmy L 2007 aad OMLY Fae covastrocilon perwit rumbes ) e pererated s Opevation Permit, an applicable, WPere 0o previous
permits e referereed the o feted pievase showld e Geleted avadvely) and] wibh fhe umderstanding dhat this cwner will opecate the
waterunrks in accordance with Part IT, ' Operaion Regulatdions for Widenwoads ' of the Fraswords Repuledons of the Virginia
Deparirvent of Heablh and any varandes or spedal requireanents nobed hdow.  This pemdt does not Auspend, mdndmdze, o
oihernise abber this cwner's ohligadion to coanply with applicablefederal, state or Local Ly amd regulations or pemdbs .

Variances, Exenpiions, or Spedal Pamit Requirenends issued: ( ) Hone | ) See Adtached
An Engineering Desaiption Sheet is abtached dabed fidae, we fomat: Fraey I 2000

PERMIT NO.: fumniwe)

EFFECTIVE DATE: fide we fomat: Jruey I 2007

EXPIRATION DATE: (\ONII incide thns line for provisiovaal bt tempomary peymds, orad insert date)

APPROVED PE.
Director, Office of Drinkang YWater

forthe Seate Haskh Comm kziensrpurzuantee VA Coda £ 22604
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APPENDIX B
City/County Code List
CITY/COUNTY CODE LIST
LOCALITY CODES
CODE | COUNTY DISTRICT| CODE | COUNTY DISTRICT| CODH INITY DISTRICT
001 Accomack 22 103 Lancaster 17 510 Alexandria 08
003 Albemarle 10 105 Lee 01 515 Bedford 11
005 Alleghany 05 107 Loudoun 08 520 Bristol 01
007 Amelia 14 109 Louisa 10 530 Buena Vista 06
009 Ambherst 11 111 Lunenburg 14 540 Charlottesville| 10
011 Appomattox 11 113 Madison 09 550 Chesapeake 20B
013 Arlington 08 115 Mathews 18 570 Colonial Height 19
015 Augusta 06 117 Mecklenburg 13 580 Covington 05
017 Bath 06 119 Middlesex 18 590 Danville 12A
019 Bedford 11 121 Montgomery 04 595 Emporia 19
021 Bland 03 125 Nelson 10 600 Fairfax 08
023 Botetourt 05 127 New Kent 15B 610 Falls Church | 08
025 Brunswick 13 131 Northampton 22 620 Franklin B 20
027 Buchanan 02 133 Northumberlang 17 630 Fredsicl 16
029 Buckingham 14 135 Nottoway 14 640 Galax 03
031 Campbell 11 137 Orange 09 650 Hampton 21
033 Caroline 16 139 Page 07 660 Harrisonburg 06
035 Carroll 03 141 Patrick 12B 670 Hopewell 19
036 Charles City 15A 143 Pittsylvania 12A 678 Leon 06
037 Charlotte 14 680 Lynchburg 11
041 Chesterfield 15B 145 Powhatan 15B 685 Manassas 08
043 Clarke 07 147 Prince Edward 14 687 Manass#s Paf 08
045 Craig 05 149 Prince George 19 690 Martinsville 12B
047 Culpeper 09 153 Prince William 08
049 Cumberland 14 155 Pulaski 04 700 Newport News 1 2
710 Norfolk 20A
051 Dickenson 02 157 Rappahannock 0 720 Norton 01
053 Dinwiddie 19 159 Richmond 17
057 Essex 18 161 Roanoke 05 730 Petersburg 19
059 Fairfax 08 163 Rockbridge 06 735 Poguoson 21
061 Fauquier 09 165 Rockingham 06 740 Portsmouth A 20
063 Floyd 04 167 Russell 02 750 Radford 04
065 Fluvanna 10 169 Scott 01 760 Richmond 15A
067 Franklin 12A 171 Shenandoah 07 770 Roanoke 05
069 Frederick 07 173 Smyth 03
071 Giles 04 175 Southampton 20B 775 Salem 05
780 South Boston 12
073 Gloucester 18 177 Spotsylvania 16 790 Staunton 06
075 Goochland 15B 179 Stafford 16 800 Suffolk 20B
077 Grayson 03 181 Surry 19
079 Greene 10 183 Sussex 19 810 Virginia Beach 20A
081 Greensville 19 185 Tazewell 02 820 Waynesboro 6 0
830 Williamsburg 21
083 Halifax 13 187 Warren 07 840 Winchester 07
085 Hanover 15A 191 Washington 03
087 Henrico 15A 193 Westmoreland 17
089 Henry 12B 195 Wise 01
091 Highland 06 197 Wythe 03
093 Isle of Wight 20A 199 York 21
095 James City 21
097 King and Queen 18
099 King George 16
101 King William 18
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APPENDIX C
Engineering Description Sheet

VIRGINIA DEPARTMENT OF HEALTH
ENGINEERING DESCRIPTION SHEET

DATE:
WATERWORKS NAME: WATERWORKS CLASS:
COUNTY/CITY: TYPE:
LOCATION: physical'directions to facility from a known landmark or highway
intersection
OWNER: corporation, municipality, individual as appropriate

Contact: administrative contact name
Address, city, state, zip code

Phone:
OPERATOR: Licensed Clasf, II, 1, 1V, V. VI) Operator Required
PERMIT NUMBER : ok ok ok

(Optional: include previous operatigrermits for_currenbwner)
EFFECTIVE DATE: ok ok ok
TYPE OF TREATMENT: list all unit treatment processes
SOURCE: groundwater wells, springs or surface water source(s)
DESIGN CAPACITY: ______gpdor other basis

DESCRIPTION OF THE WATERWORKS

Operation Permit History: (optional; may be included to clarify complex history)
This waterworks was previously permitteddescribe previous ownership, names, dates etc.

The waterworks consists of
— Detailed narrative
— Follow water from source to distribution

— Use subject headings for clarity

OTHER PERMITS

Select as applicable:
The Department of Environmental Quality has (dgwetb a draft)/ (issued a) Groundwater Withdrawal
Permit (No. ) covering this waterworks.



Working Memo 885
Page 13 of 23

APPENDIX C(continued)
Engineering Description Sheet

The Department of Environmental Quality (, Virginisavhe Resource Commission, and the U.S. Army
Corps of Engineers) has (developed a draft) / (s)eVirginia Water Protection Permit (Joint Pejmit
covering this waterworks.

(If a final permit has been issued, then summarize the hydraulic / capadiagits of the permit here.
Refer to WM 865 for further guidance.)

Compliance with the conditions and requirements of tlfeame of DEQ permit type)  permit shall not
limit the authority of the Health Department to assign a capacity todatexworks, based on the evaluation
as follows.

CAPACITY EVALUATION OF THE WATERWORKS
3\

Design Basis: Cite the Regulations section for @sB&C definition, etc.

1. Estimated Water Usagénclude with all TNCs and others without meter;)Refer to WM 865
2. Source Capacity:

3. Treatment Capacity:

4. Storage and Delivery Capacity:

J

Include with permits issued to wholesalers or pmynwvaterworks that provide water to one or more
consecutive waterworks

Water production and storage is allocated to theviting consecutive waterworks as follows:

Waterworks PWSID Permit Delivered Total Storage Storage
Name Capacity | Capacity Storage Provided- Provided —
(gpd) (gpd) Required” | Consecutivé Primary’

(gal*1000) (gal*1000) (gal*1000)

Total -

1. Total storage required by the consecutive watersvork
2. Total effective storage provided by the consecutisgerworks.
3. Total effective storage provided by this (primamgterworks.

Conclusions :

for community waterworks:

This waterworks is permitted for a design capacity of ___ gallonstlay ERC, due to (limited source
capacity) (limited storage capacitigther explanation- Refer to WM 865 for further guidardescribed
above. This permit does not suspend, minimize, or otherwise alter this©ali@ation to comply with
applicable federal, state, or local laws and regulations or permits

for noncommunity waterworks:

This waterworks is permitted for a design capacity of __ gallongidajescribe existing connections],
due to the (limited source capacity) (limited storage capadithif explanation- Refer to WM 865 for
further guidanceylescribed above. This permit does not suspend, minimize, or otherwigkiglte
owner’s obligation to comply with applicable federal, state, or l@wves land regulations or permits.
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APPENDIX C(continued)
Engineering Description Sheet

add for grandparented waterworki insufficient data available to establish hydraulic capacity):
Until (information on the well yield and pump capacity is provided and) thefoeadditional (source
capacity) (treatment capacity) (storage capacity) is ewutiie permitted capacity is limited to the
existing connections/services. This permit does not suspend, minimakeowise alter this owner’s
obligation to comply with applicable federal, state, or local laws agdatons or permits.




Working Memo 885
Page 15 of 23

Facsimile Only!
Use template located at ODW Share:\03-Memos\301-Active Working
Memos\301.02-Active Forms Letters Manuals\WM885-Operation Permit APPENDIX D

Operation Permit Checklist

F)FFICE OF DRINKING WATER
OPERATION PERRMIT CHECELIST
TO: T Wecley Eleene PR T P E Diredor, 0D
FE.OL: . P E. Ergiweering Field Director
Erorirymerital Brgieeriyg Field Office

Conmy s Ciby:
Whaternorhs
Tope (drde) C HTHE. THE Consentires
Pemmit Type (ciwle) Hemr v Ametided — chaze b (drde one): Hume Cmmerchip Capacky  Treatmerd
Haume of Wateraroms:

1. | Operation Permit & Bigeerire, Desaiption Sheat (orizials jpost-dated at least 5 woding days after
cerittn Central Office

Wariatwe, Eremptiory, of Special Permit Fegairemet s

Ehyzirieer’s statemerdis | of completion

Fital tepedion reportis )

Whatermorhs pemmit application (i o ited ey onmer)

Combined Distribirtion Syrstem Schematic updated

SDATE and B R records created orupdated

=1 Th Ln = L) b3

OTHER EEQUIEELENTS Huot Bequred > A D:a;.e Hot Approred — Explai
Eusiess Operations Pla
Licereed Opemtor
Crocs Copmectian Covirol ProEmm

LA D ermination: Well Ho 2 ¥
[epatd as eeded for moabtiple wrelk )
LLOLE. Beqairemeric

REELIABILITY VERIFICATIOHN . . .
i 7T die Hio History* Saticfactory T kfactory* * - Explai
Water Quakiby
Hypdrilic Capadty — Adegaate
Presaare, Water Oatgzes, Ledis

* Temporary permit required to obtadh data ** Temporary Permit required to comrect deficierudes .
C OMMENTS:
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APPENDIX E
Transmittal Letter to Owner

INSTRUCTIONS: Complete / select items shown with _ anditalics. Print on VDH letterhead.

SUBJECT:Qounty / City)
Water {Waterworks Name)

(Date)
Waterworks Owner
Address 1
Address 2
City, State, Zip Code

Dear {Vaterworks Owner)

Enclosed please find Waterworks Operation Permit No. with an\effdate

of issued by the Commonwealth of Virginia Department of Health, Officikihg
Water. This permit is your authorization from the State Health Casionisr to operate the subject
waterworks located inrQounty/ City name)n accordance with thé&/aterworks RegulationsThis permit is
not transferable. This permit does not suspend, nmirior otherwise alter this owner’s obligation to
comply with applicable federal, state, or local$eand regulations or permits.

Optional paragraph #1 (If amended permit):

This permit is an amendment of the previously issued permit dated lti@rtovide a brief
explanation for the revision.This revised permit replaces and nullifies the original permit wsticluld be
destroyed immediately.

You will note that the permit indicates that this waterworks hasigmnleapacity of . This
limit is based on (the existing system usage and shall not be exceeded.x{thermeapacity of the
system and shall not be exceeded.)

Optional paragraph #2 (If permit issued to a “grandparented” waterworks):

Please note that any expansion of service, modification to the watervaillkg fo maintain reliability, or
future sale of the waterworks may require an engineering evaluattbe entire waterworks, and
compliance with Part Il of thevaterworks Regulations

Optional paragraph #3 (If waterworks in violation and Temporary Permit issued):

Regulation states . The waterworks may be in violation of this
requirement in that . The Virginia Department of Health regheastyou so that
the waterworks may operate in compliance withwWegerworks Regulations

Optional paragraph #4 (If Special Permit Requirements are attached):

Special Permit Requirements are included for this waterwokkisl lprief description).

Optional paragraph #5 (If a Variance is included):

A variance to th&Vaterworks Regulatioris included for this waterworksA@d brief description,

including time limits, if any).
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APPENDIX E (continued)
Transmittal Letter to Owner

Optional paragraph #6 (If well sources subject to Groundwater Withdrawal Permit by DEQ):
The enclosed Waterworks Operation Permit specifies a maximum eahanthis waterworks may
produce, in terms of gallons per day. This capacity is based on public hgaltemeents and the
application of engineering principles. The Department of Environmental Phafitalso (issued
a/developed a draft) Groundwater Withdrawal Permit covering thisrworks, based on conservation of
water as a natural resource. Both permits apply to you as a waterwatksuaare responsible for
complying with each permit.

Optional paragraph #7 (If waterworks has been or will be issued a Virginia Wabdéed®on Permit or a
Joint Permit from DEQ, VMRC and Corps of Engineers for surface watednaival):

The enclosed Waterworks Operation Permit specifies a maximum eahanthis waterworks may
produce, in terms of gallons per day. This capacity is based on public hgaltements and the
application of engineering principles. The Department of Enviesiah Quality (, Virginia Marine
Resource Commission, and the U.S. Army Corps of eeg#) has (developed a draft) / (issued a) Virginia
Water Protection Permit (Joint Permit) covering tivaterworks. Both permits apply to you as a
waterworks, and you are responsible for complying with each permit.

We look forward to your (continued) cooperation in the maintenance and operatigpmftilic
waterworks.

Sincerely,

District Engineer

cc: County Health Department
County Administrator
County Building Official
if applicable: name DEQ Regional Office
VDH — ODW, Central Offic
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APPENDIX F
Variance

INSTRUCTIONS: Complete / select items shown with _ anditalics. Print on VDH (Central Office)
letterhead.

VARIANCE

PWSID No.

Select as applicable:

For Community, NTNC Systems, and TNC systems with production greater than 10,000 gpd:

This Variance is issued in accordance with Section 12VAC5-59®fld@ Waterworks Regulatiornsf the
Virginia Department of Health. This Variance is to Satti and of the/aterworks
Regulations This Variance is issued with the following conditions:

1. By (one year from date of permitjhe (Waterworks namejnust provide metering of total water
production.

2. By (one year from date of permithe(Waterworks namehust establish or cause to be established and

have in operation a cross-connection and backflow prevention program considigheveiktent of the
system and type of consumer served.

3. Operation of this system is permitted with (a sole) operator(sje@ndztnce, having less than a Class ___
waterworks license, provided that the operator(s) (has)/(heelgble communication with the
Operator in Responsible Charge (OIRC) having a Class ___ or Classise. The operator must obtain
confirmation from the OIRC prior to making changes in Add other conditions, and a
deadlinefor obtaining a properly licensed operator, as appropriate.

For existing (found or grandparented) TNC Systems
This Variance to 12 VAC 5-590-520 of the Waterworks Regulatidiasvs operation of this waterworks
without metering of total water production, subject to the following conditions:

1. Total water production does not exceed 10,000 gallons per day (gpd).

2. This Variance will be automatically revoked at such timet the total water production exceeds
10,000 gpd.

3. This Variance will be automatically revoked at such time that ameeinstalled.

For All Systems:
#.  This Variance is nontransferable and must be attached to thei@p®exmit

#.  This Variance is a condition of the Operation Permit and is rdwoken the Permit is revoked.

Approved: , P.E.
Director, Office of Drinking Water
For the State Health Commissioner pursuant to VAeC® 2.2-604

Date:
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APPENDIX G
Notice of Intent to Amend Permit

INSTRUCTIONS: Complete / select items shown with  anditalics. Print on VDH letterhead.

CERTIFIED MAIL — RETURN RECEIPT REQUESTED

SUBJECT:
Water-
(Date)
Waterworks Owner
Address 1
Address 2

City, State, Zip Code

Dear Waterworks Owner)

You are hereby notified of our intent to amend Wii@ Department of Health Operation Permit Number

(and its associated Engineering Deferifgheet) issued on covering the operat
of the waterworks dservice area nhameéh (City / County namje Virginia. This amendment is in accordance
with the provisions ofCode ofVirginia §32.1-173 and 8§12 VAC 5-590-310 of téterworks Regulations
VDH proposes to amend the permit due to (the awtdibi ) (the deletion of ) (@ change in the
design capacity of the waterworks dueto __.) Atdfahe proposed Engineering Description Sheet for the
amended permit is enclosed for your review.

If you object to the amendment you have the right to a hearing, andendya written request to schedule
a hearing, no later than 30 calendar dagm the date that you or your agent signs for this cettiBéer.
Please use the attached form for this purpose and sencdis toffice. If VDH does not hear from you
within that time frame (or if this certified letter isturned to us for non-receipt), we will immediately
amend the permit and send you written confirmation of our action.

If we can be of further assistance, please contact

Sincerely,

District Engineer

cc: County Health Department
County Administrator
VDH — ODW, Central Office
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APPENDIX G (continued)

Notice of Intent to Amend Permit

OBJECTION AND REQUEST FOR A HEARING

This is to advise Virginia Department of Healthttha

object to the amendment proposed by Virginia Depamt of Health dated

of Waterworks Operation Permit No. for

located in

and request a hearing in accordance with 8§12 VAQG®160 of the \terworks Regulations.

My specific objection(s) to the proposed amendraemis follows:

(Name) (Date)

(Title)
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APPENDIX H
Special Permit Requirements

INSTRUCTIONS: Complete / select items shown with _ anditalics. Print on VDH (Central Office)
letterhead.

SPECIAL PERMIT REQUIREMENTS

PWSID No.

These Permit Requirements are issued by the State Board of HahkhGdmmonwealth of Virginia
under authority granted lyode of VirginiaTitle 32.1. Failure to comply with these Requirements shall
constitute a violation of the Permit.

Include as required:
Specific monitoring, reporting, and operations requirements. (Standard or Provisiomalt&er

Itemize improvements, submittals, activities, etc. (TemporamiBgr Examples:

Perform the following actions by the expiration date of this Temporpeyalion Permit:

1. Install a second well to increase total source capacity, indacoe with the procedures and
design requirements of tiegulations

2. Replace the failed --- gallon storage tank with gravity storagehaving a minimum capacity
of --- gallons, adhering to the design, construction, and disinfection regumtgof the
Regulations.

3. Install a meter upstream of the treatment units at well no. 1. Recordresdargs at a
minimum frequency of 3/week for a period of 18 months. Analyze for --- at a nimphu
1/month and report these values with the meter readings in the MonthigtiOpé&Report
submitted to the Virginia Department of Health.

4. Perform a 48-hour yield and drawdown test on well no. 1, in accordance wRediéations,
and submit the results to the Virginia Department of Health.

Approved: , P.E.
Director, Office of Drinking Water
For the State Health Commissioner pursuant to VAeC® 2.2-604

Date:
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APPENDIX |
Notice of Intent to Revoke Permit

INSTRUCTIONS: Complete / select items shown with __ anditalics. Print on VDH letterhead.

CERTIFIED MAIL — RETURN RECEIPT REQUESTED

SUBJECT:
Water-
(Date)
Waterworks Owner
Address 1
Address 2

City, State, Zip Code

Dear Waterworks Owner)

You are hereby notified that it is our intent tuake Virginia Department of Health Operation Persuimber

issued on covering the opewcttthe waterworks gservice area namef (City /
County name)Virginia. Revocation is in accordance with tmeyisions ofCode of Virginia832.1-174 and
812 VAC 5-590-320 of thevaterworks Regulations/DH proposes to revoke the permit becausett{eof
change of ownership frofprevious legal owner nam#&) (new legal owner namgf{there is less than 15
connections and less than 25 people served by#tesworks.) (the infrastructure has been connesteld
service has been conveyed twaterworks name (PWSID# ).

If you agree to the revocation of this permit, pkegign and date the statement at the bottomsofetter and
return it to this office. If you object to the revocatipou have the right to a hearing, and may send a
written request to schedule a hearing to this Office no thater 30 calendar daysom the date that you or
your agent signs for this certified letter. If VDH does notr liEan you within that time frame (or if this
certified letter is returned to VDH for non-receipt), welwihmediately revoke the permit and send you
written confirmation of our action.

A copy of this letter is enclosed for your records.
If we can be of further assistance, please contact(Phone number)

Sincerely,

District Engineer
CcC: County Health Department
County Administrator
County Building Official
VDH - ODW, Central Office

This is to advise VDH that I, have no objection to the revocation of

(Print Namé
Waterworks Operation Permit No. , issued(date)for (Waterworks name)

located in(City/County).

(Name and Title) (Date)
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APPENDIX J
Permit Revocation Letter

INSTRUCTIONS: Complete / select items shown with _ anditalics. Print on VDH (Central Office)
letterhead.

CERTIFIED MAIL — RETURN RECEIPT REQUESTED

SUBJECT:
Water-
(Date)
Waterworks Owner
Address 1
Address 2

City, State, Zip Code

Dear(Waterworks Owner)

In accordance witode of Virginia832.1-174 and 812 VAC 5-590-320 of Waterworks Regulationsyou
are hereby notified of the revocation of Virginiegartment of Health Permit Number isened

covering the operation of the waterwatfservice area name) (County hame or City)
Virginia. The permit is being revoked because {enge of ownership fronfprevious legal owner nam#)
(new legal owner naméfhere being less than 15 connections and lea2th@eople served by this
waterworks) (the waterworks has connected to and no longer produces drinking water).
Revocation is to become effective upon receiptdturn for non-receipt) of this letter.

By direction of the State Health Commissioner.

Sincerely,

J. Wesley Kleene, Ph.D., P.E.
Director, Officeof Drinking Water

CcC: County Health Department
County Administrator
County Building Official
VDH - ODW, Field Office
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